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EXISTING SANITARY STRUCTURE SCHEDULE

ID TYPE DIA. RIM ELEV. INVERT DATA

s01 MANHOLE 4' 890.02

8 " INV. 873.32 N

8 " INV. 873.87 S

8 " INV. 874.22 W

s02 MANHOLE 4' 887.63

8 " INV. 871.33 N

6 " INV. 871.33 S

8 " INV. 869.94 E

8 " INV. 878.31 W

8 " INV. 871.70 W

8 " INV. 871.70 E

s03 MANHOLE 4' 887.97

8 " INV. -- W

6 " INV. -- NE

s04 MANHOLE 4' 890.76

8 " INV. 875.06 N

8 " INV. 875.06 S

EXISTING STORM STRUCTURE SCHEDULE

ID TYPE DIA. RIM ELEV. INVERT DATA

r03 END SECTION 24 " RCP INV. 866.00 N

r04 CATCH BASIN 4' 870.91

24 " RCP INV. 866.14 N

24 " RCP INV. 866.14 S

r05 MANHOLE 4' 870.91 24 " RCP INV. 866.31 S

r06 MANHOLE 4' 887.74

12 " RCP INV. 882.14 S

12 " RCP INV. 882.14 E

12 " RCP INV. 882.14 W

r07 CATCH BASIN 4' 887.13 12 " RCP INV. 882.48 E

r08 CATCH BASIN 4' 887.14 12 " RCP INV. 882.49 W

r09 CATCH BASIN 4' 883.30 12 " RCP INV. 880.80 W

r10 CATCH BASIN 4' 882.68

12 " RCP INV. 879.58 NW

12 " RCP INV. 880.48 E

r11 CATCH BASIN 4' 883.55 12 " RCP INV. 879.05 SE

EXISTING WATER STRUCTURE SCHEDULE

ID TYPE FG/RIM ELEV. PIPE DATA

hyd01 Hydrant

FG= 888.81

hyd02 Hydrant

FG= 892.22

hyd03 Hydrant

FG= 890.72

hyd04 Hydrant

FG= 883.86

hyd05 Hydrant

FG= 885.62

gv06

Gate Valve RIM= 886.91 8 " T/PIPE 880.91 N&S

gv07

Gate Valve RIM= 887.83 16 " T/PIPE 880.83 N&S

gv08

Gate Valve RIM= 889.55 16 " T/PIPE 881.15 N&S

gv09

Gate Valve RIM= 889.43 8 " T/PIPE 880.43 E&W

gv10

Gate Valve RIM= 889.83 16 " T/PIPE 880.93 N&S

gv11

Gate Valve RIM= 887.46 8 " T/PIPE 881.16 E&W
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GENERAL LIGHTING NOTES:
- SEE SCHEDULE FOR LUMINAIRE MOUNTING HEIGHT.
- SEE LUMINAIRE SCHEDULE FOR LIGHT LOSS FACTOR.
- CORRIDOR CALCULATIONS ARE SHOWN IN FOOTCANDLES AT: 0' - 0" AFG.

THE ENGINEER AND/OR ARCHITECT MUST DETERMINE APPLICABILITY OF THE LAYOUT
TO EXISTING / FUTURE FIELD CONDITIONS.  THIS LIGHTING LAYOUT REPRESENTS ILLUMINATION LEVELS
CALCULATED FROM LABORATORY DATA TAKEN UNDER CONTROLLED CONDITIONS IN ACCORDANCE WITH
ILLUMINATING ENGINEERING SOCIETY APPROVED METHODS.  ACTUAL PERFORMANCE OF ANY MANUFACTURER'S
LUMINAIRE MAY VARY DUE TO VARIATION IN ELECTRICAL VOLTAGE, TOLERANCE IN LAMPS, AND OTHER
VARIABLE FIELD CONDITIONS.  MOUNTING HEIGHTS INDICATED ARE FROM GRADE AND/OR FLOOR UP.

THESE LIGHTING CALCULATIONS ARE NOT A SUBSTITUTE FOR INDEPENDENT ENGINEERING
ANALYSIS OF LIGHTING SYSTEM SUITABILITY AND SAFETY.  THE ENGINEER AND/OR ARCHITECT
IS RESPONSIBLE TO REVIEW FOR MICHIGAN ENERGY CODE AND
LIGHTING QUALITY COMPLIANCE.
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Statistics

Description Symbol Avg Max Min Max/Min Avg/Min Avg/Max

East Poperty line @ 5' AFG 0.1 fc 0.4 fc 0.0 fc N/A N/A 0.3:1
North Poperty line @ 5' AFG 0.1 fc 0.5 fc 0.0 fc N/A N/A 0.2:1
Parking/ Drive Area 1.7 fc 4.8 fc 0.4 fc 12.0:1 4.3:1 0.4:1
South Poperty line @ 5' AFG 0.1 fc 0.5 fc 0.0 fc N/A N/A 0.2:1
West Poperty line @ 5' AFG 0.0 fc 0.0 fc 0.0 fc N/A N/A N/A

Luminaire Schedule

Symbol Label QTY Manufacturer Catalog Number Description Lamp Number
Lamps Filename Lumens per

Lamp LLF Wattage Mounting
Height

A
2 Lithonia Lighting DSX0 LED P3 40K TFTM MVOLT

DDBXD
DSX0 LED P3 40K TFTM MVOLT LED 1 DSX0_LED_P3_40K_TF

TM_MVOLT.ies
8447 0.9 71 25'-0"

B
11 Lithonia Lighting DSX0 LED P3 40K BLC MVOLT

DDBXD
DSX0 LED P3 40K BLC MVOLT LED 1 DSX0_LED_P3_40K_BL

C_MVOLT.ies
6925 0.9 71 25'-0"

C
7 Lithonia Lighting WST LED P2 40K VF MVOLT

DDBXD
WST LED, Performance package 2,
4000 K, visual comfort forward throw,
MVOLT

LED 1 WST_LED_P2_40K_VF
_MVOLT.ies

3469 0.9 25 9'-0"

CE
1 Lithonia Lighting WST LED P2 40K VF MVOLT

E20WC DDBXD
WST LED, Performance package 2,
4000 K, visual comfort forward throw,
MVOLT. FACTORY INSTALLED
EMERGENCY BATTERY PACK. 20W, -
20C START

LED 1 WST_LED_P2_40K_VF
_MVOLT.ies

3469 0.9 25 9'-0"

D
3 Lithonia Lighting DSX0 LED P5 40K T5M MVOLT DSX0 LED P5 40K T5M MVOLT LED 1 DSX0_LED_P5_40K_T5

M_MVOLT.ies
12126 0.9 89 25'-0"

E
6 Lithonia Lighting ELA QWP L0309 Single LED weather-proof remote head,

gray. Emergency mode. (connected to
interior exit sign battery)

ONE 1 LHQM_LED.ies Absolute 0.9 1.5 8'-0"

GENERAL CONTROLS NOTES:
UNLESS EXEMPT, PROJECT MUST COMPLY WITH LIGHTING CONTROLS
REQUIRMENTS DEFINED IN ASHRAE 90.1 2013 OR APPLICABLE
ENERGY CODE. FOR SPECIFIC INFORMATION CONTACT GBA CONTROLS
GROUP AT ASG@GASSERBUSH.COM OR 734-266-6705

LIGHTING CONTROLS NOTES:
ALL OUTDOOR LUMINAIRES TO BE TURNED OFF OR REDUCED IN
LIGHTING INTENSITY BETWEEN 11:00PM AND SUNRISE VIA TIME
CLOCK/ PHOTOCELL.
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