S671°21'45'E 653.75

NOTE: AS AN AID TO THE CONTRACTOR VARIOUS UTILITIES AND UNDERGROUND
STRUCTURES ARE SHOWN ON THESE PLANS AND PROFILES. ALL INFORMATION

CONCERNING ALL UTILITIES SHOWN ON THE PLANS AND PROFILES IS TAKEN FROM FIELD

TOPO AND/OR AVAILABLE RECORDS, BUT THE OWNER AND ENGINEER DOES NOT
GUARANTEE THEIR LOCATION/ELEVATION, OR THAT ADDITIONAL UNDERGROUND

STRUCTURES OR UTILITIES MAY NOT BE ENCOUNTERED. IF THE CONTRACTOR DOES
ENCOUNTER A PREVIOUSLY UNIDENTIFIED UTILITY AND/ OR STRUCTURE, OR DETERMINES
THAT ONE OF THE UTILITIES/STRUCTURES SHOWN ON THESE PLANS IS INCORRECTLY
LOCATED, THE CONTRACTOR SHALL IMMEDIATELY NOTIFY THE OWNER AND ENGINEER FOR
DIRECTION ON HOW TO PROCEED. THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL
DAMAGE TO EXISTING UTILITIES. NOTIFY "MISS DIG" AT 1-800-482-7171, 72 HOURS PRIOR TO

THE START OF ANY CONSTRUCTION.

7

V- /

BEFORE YOU DIG

CALL MISS DIG

1-800-482-7171

35' REAR SETBACK

A. GENERAL NOTES

GENERAL SCOPE OF WORK INCLUDES: BUILDING, CANOPY, FUEL TANKS, PIPING
AND DISPENSERS, UTILITIES AND PARKING.

TRUCK TURNS HAVE BEEN PERFORMED ON THIS SITE TO CONFIRM LOCATION OF
UST's.

FINAL DESIGN OF SITE SUBJECT TO LOCAL AND STATE REGULATIONS.

EXISTING PROPERTY SIZE: 177,796 SQ. FT./4.08 AC.
PROPOSED PROPERTY SIZE: 177,796 SQ. FT./4.08 AC

REQUIRED PARKING FORMULA: 1 SPACE FOR EACH 125 SF OF NET FLOOR AREA; 4
2 PARKING SPACES PER FUELING STATION.

REQUIRED PARKING: 4,608 SQ. FT /125 SQ. FT. = (37) PARKING SPACES.
PROVIDED PARKING: (2) ADA PARKING SPACES AND (35) STANDARD PARKING

PROJECT NO.756233

SPACES.
6. THE ADJACENT INTERSECTION IS SIGNALIZED.
. SITE WORK

MICHIGAN AVE.

INDUSTRIAL DRIVE.
. BULDING
1. STANDARD #4600-L V2.0 BUILDING.
EXTERIOR APPEARANCE & SIGNAGE

1. 60 SQ. FT. MONUMENT SIGN.

2. CANOPY SIGNAGE

3. BUILDING CAFE SIGNAGE
. DISPENSERS

1. (7) 3+0 DISPENSERS, SUMPS AND ISLANDS.

2. (1) 3+1 FLEX DISPENSER, SUMP AND ISLAND.

3. (2) 3+1 DIESEL DISPENSER, SUMP AND ISLAND.
. UNDERGROUND STORAGE TANKS

1. (1) 12,000 GALLON TANK FOR DIESEL.

2. (2)20,000 GALLON TANKS FOR UNLEADED.

3. (1) 12,000 GALLON TANK FOR PREMIUM AND ETHANOL FLEX FUEL.
. CANOPY

. YARD
1. AIRISLAND.
2. TRASH ENCLOSURE WITH RECYCLING SHED.
3. CONCRETE TANK SLAB.
4. CONCRETE PAVEMENT.
5. SIDEWALK.
6. OUTDOOR SEATING.
7. DECORATIVE FENCE AROUND OUTDOOR SEATING
8. ADA RAMP WITH DETECTABLE WARNING STRIP.

1. (1) 28'X241'(10) ISLAND AUTO CANOPY PER CURRENT STANDARDS.

1. PROPOSED RIGHT-IN/RIGHT-OUT DRIVE APPROACH WITH RIGHT TURN LANE ON E.

2. PROPOSED FULL ACCESS DRIVE APPROACH WITH RIGHT TURN TAPER ON
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CURBING TO REMAIN T
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¥— FENCE
- STORM SEWER REQUIRED PROVIDED
SAN SANITARY SEWER FRONT SIDE REAR FRONT SIDE REAR
L
G GAS LINE BUILDING 350" 10" MIN 350" 329'-0" 1440" 100-0" D 5
w WATER LINE P a =
CANOPY EDGE | 250" 100" 20'-0" 246'-0" 76-0" 203-0" < —1=5
uGT TELEPHONE LINE oy J Dz Qs
UGE ELECTRIC LINE SUPPORT 50 20-0° 300" 2550 e A O mo =4
I —
DUMPSTER . oy . . . . = o5 =
ENCLOSURE 35'0 100 10-0 3580 73-0 1260 9 ; = &3
SIGNS 15-0" 150" 150" 15-0" 15-0" 141-0" o LIZJ w 2
S =
PROPOSED LEGEND TANKS 350" 10-0" 10-0" 322-0" 820" 138-0" 5
PROPOSED CURB DISPENSERS |  30-0" 200" 20'-0" 261'-0" 760" 2170
X ——X——X——X%——X——%— FENCE VENT LINES 350" 100" 10-0" 371'-0" 104'-0" 129-0"
ST™ STORM SEWER PARKING 350" 10-0" 10-0" 304'0" 153-0" 930"
SAN SANITARY SEWER 101078
G GAS LINE -PERMITS: REQUIRED FOR WORK WITHIN RIGHT-OF-WAY FOR NEW DRIVE APPROACHES | VERSION OR V2.0
ID NO. .
W WATER LINE NOTES: - REQUESTING TO REZONE SITE TO C-2 (REGIONAL COMMERCIAL DISTRICT)  fscaie o —
. TELEPHONE LINE WITH THE FOLLOWING CONDITION:
GRAPHIC SCALE IN FEET
UGE ELECTRIC LINE - ONLY PERMITTED USES WILL BE THE USES AS OUTLINED IN THE C-1
NEIGHBORHOOD COMMERCIAL DISTRICT OR A VEHICLE FUELING/MULTI-USE DESIGN TEAM DATE
— — STATION AS PERMITTED IN THE C-2 REGIONAL COMMERCIAL DISTRICT
a L NORMAL STRENGTH CONCRETE PER (CONDITIONAL USE APPROVAL WILL BE REQUIRED FOR THE VEHICLE DGNR. K. CLARKE 07/18/2014
SPEEDWAY STANDARDS FUELING/MULTI-USE STATION) B MGR. M. GAUSS 711812014
CONCRETE SIDEWALK RVWR. T.VANDEN BOSCH [07/18/2019
DRWG. NO.
ASPHALT SIDEWALK 1 O 1 078 CS
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